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ELECTRICAL NOTES:
SCALE: 1/8' =1-0"
1. SEE THIS SHEET FOR EQUIPMENT CONDUCTOR
SCHEDULE.
A ALL RECEPTACLE CONDUCTORS SHALL BE 2—12 AWG,
1—12 AWG EG IN 3/4” EMT, OR RGS UNLESS NOTED
3. VERIFY LOCATION OF MECHANICAL EQUIPMENT WITH
EQUIPMENT CONDUCTOR SCHEDULE #* MECHANICAL DRAWINGS.
4. FEEDER TO 'LP5A—E’. COORDINATE EXACT ROUTING
WITH OTHER TRADES PRIOR TO INSTALLATION. SEE
TAG,/DESCRIPTION VOLTAGE AMPSﬁVgA”S/ PLUG (SDI'ZSI_:CO;:NTE(%TE) MOCP | CONDUCTORS | NEUTRAL EG CONDUIT 1—LINE DIAGRAM FOR ADDITIONAL INFORMATION.
- 5. PROVIDE CABLE TRAY (SIZES AS SHOWN). COORDINATE
FCU-2 120V/190 0.05 HP - 30A NEMA 1 1P-20 1-12 AWG 12 AWG 12 AWG 3/4 EXACT ROUTING WITH OTHER TRADES PRIOR TO
INSTALLATION.
SW—SF (AR HANDLER | gy /34 15 HP 6OA NEMA 1 | 3P—-60 | 3—6 AWG 10 AWG " AREA OF WORK
5W—AH—1 SUPPLY FAN) - - - - 1 6. FIRE-RATED POKE—THRU DEVICE WITH FOUR (4) NEMA
5—20R OUTLETS AND FOUR TELECOMMUNICATIONS
5‘gv;_R:H(_A:R Rﬁﬁgh’? 208V/3¢ 7.5 HP — 60A NEMA 1 | 3P-35 | 3-8 AWG —— |10 awc | 34 OUTLETS.
7. PROVIDE J—BOX FOR CONNECTION TO POWERED
5W—EF (AIR HANDLER " SHADES. SHADE CONTROLLER SHALL BE LUTRON OR
5W—AH—1 EXHAUST FAN) 208v/39 1 HP - 30A NEMA 1 | 3P-20 | 3-12 AWG - 12 AWG 3/4 EQUAL AND SHALL BE MOUNTED NEXT TO LIGHT
SWITCH.
5W—CP 120V/1¢ 0.50 HP —_— 30A NEMA 1 | 1P=20 | 1-12 AWG | 12 AWG | 12 AWG 3/4”
5W—P1 208V/3¢ 1.5 HP —_— 30A NEMA 1 | 3P—20 | 3-12 AWG —_— 12 AWG 3/4” KEY PL AN
5W—P2 208V/3¢ 1.5 HP —_— 30A NEMA 1 | 3P—20 | 3-12 AWG — 12 AWG 3/4" SCALE: NTS NORTH
* — CONTRACTOR SHALL VERIFY ALL EQUIPMENT MODELS, QUANTITIES, ELECTRICAL CONNECTIONS, WIRING & MOUNTING HEIGHTS WITH EQUIPMENT
SUPPLIER BEFORE INSTALLATION. 0
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